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Institut za ispitivanje materijala a.d. Beograd
Laboratorija za ispitivanje konstrukcija
Beograd, Bulevar vojvode Misi¢a 43

tel: (011) 369-15-59

fax: (011) 369-27-72, 369-27-82

e-mail: zeljko.flajs@institutims.rs
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IZVESTAJ O ISPITIVANJU

Br. IKH 1216/17

Predmet ispitivanja: ISPITIVANJE PREMA STANDARDU SRPS EN 124: 2011
SAHT POKLOPCA SA RAMOM, ventilirajuéeg,
klase D400, od livenog gvozda,

Art. 1015549

proizvodaé: ,,ACO* Nemacka

Narugilac: ACO d.o.o.

11 000 BEOGRAD
Mala pruga 39a

Zahtev/ponudal/ugovor: Ponuda br. 44-8715 od 3. jula 2017.

Sadrzaj: Ukupno strana 9, od ¢ega u prilozima 3

Izvestaj odobrio:

U Beogradu, 14. jula 2017.
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Podaci o proizvodu

Proizvod: Saht poklopac sa ramom ventilirajuéi
Proizvodac¢: ,»ACO*“ Nemacka

Naziv artikla: ,CityTop S Fix 756 br.1015549
Nazivna klasa: D400

Materijal: liveno gvozde

Podaci o dostavljenim uzorcima

Red. broj zapisa o prijemu: 23117

Broj dostavljenih uzoraka: 3 (tri)
Izbor uzoraka izvrsio: Narugilac
Datum prijema uzoraka: 3. juli 2017.

Podaci o ispitivanju

Metoda ispitivanja: SRPS EN 124:2011, tacke 8. i 9.
Datum ispitivanja: 6. juli 2017.
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OBIM ISPITIVANJA

1. Kontrola geometrijskih karakteristika

Ispitivanje je izvr§eno prema tacki 8.4 standarda SRPS EN 124,

2. Merenje zaostalih deformacija posle 5 ciklusa optere¢enja do 2/3 ispitne sile
Ispitivanje je izvr§eno prema tacki 8.3.1 standarda SRPS EN 124,

3. Ispitivanje do ispitne sile

Ispitivanje je izvr8eno prema tacki 8.3.2 standarda SRPS EN 124.

4. Kontrola obeleZavanja

Ispitivanje je izvr§eno prema tacki 9. standarda SRPS EN 124,

OPREMA ZA ISPITIVANJE

Nano3enje i merenje sile izvrseno je putem hidrauliCkog sistema AMSLER kapaciteta 1000kN, na
opsegu 500kN.

Merenje zaostalih deformacija obavljeno je pomoéu mehanitkog ugibomera, sa podatkom
instrumenta 0.01mm.

Merenja u okviru kontrole geometrijskih karakteristika izvrSena su metalnom trakom ili nonijusom,
zavisno od zahtevane taénosti.

Merenje mase uzoraka obavljeno je vagom kapaciteta 300kg, podatak 200g, proizvodad
Preciz* Cuprija.

REZULTATI ISPITIVANJA
Rezultati ispitivanja dati su u tabelama 1, 2, 3 i 4.

Tabela 1: Izmerene mase uzoraka

Mase uzoraka

Uzorak br.1 Uzorak br.2 Uzorak br.3
kg kg kg
Poklopac 36,8 36,6 36,6
Ram 19,0 18,8 18,8
UKUPNO 55,8 55,4 55,4
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Tabela 3: Rezultatl merenja zaostalih deformacija i optereéenja ispitnom silom

Merenje zaostalih deformacija Ispitivanje do ispitne sile
(tacka 8.3.1 standarda SRPS EN 124) (tacka 8.3.2 standarda SRPS EN 124)
E:nall(a ’\32:\5,3}::?: lzmerena Uporedenje Ispitna sila Konstatovana Zahtev Uporedenje sa
LG wraina trajna sa zahtevom (vreme o$tecenja posle standarda zahtevom
d eforrjn acija deformacija standarda trajanja) rasterecenja standarda
mm mm kN
ui$r1a ) 0,26 usaglaseno bez ostecenja FUSR=00KN
: Sva tri uzorka
uzorak 600mm/300= N v ) moraju
br.2 2.00mm 0,25 usagladeno (30 s60) bez odteéenja izdrazati usaglageno
ispitnu silu
uzorak " . 30 sec, bez
br.3 0,29 usaglaseno bez o$tecenja pojave prslina
Tabela 4: Rezultati kontrole obaveznih oznaka
Tacka standarda Nagin Uporedenje sa zahtevom
SRPS EN 124 Kontrole Konstatovano Zahtev standarda standarda
»EN124« g
9.a (na poklopcu | na ramu) EN124 usagla8eno
»D400« o
9.b " (na poklopeu | na ramu) odgovarajuéa klasa usagla$eno
vizuelno
»ACO« ime i/ ili identifikaciona
s (na poklopcu i na ramu) oznaka proizvodada usaglaseno
" . . ) u nasoj zemlji sertifikacije
9.d nije kontrolisano znak sertifikacionog tela nije obavezna

Na osnovu obavljenih ispitivanja konstatujemo sledeée:
e trajne deformacije su u granicama dozvoljenih kod sva tri uzorka,
e sva tri uzorka izdrZala su ispitnu silu u trajanju od 30 sec bez pojave osteéenja,
* geometrijske karakteristike su usaglasene sa zahtevima standarda.
Konstatujemo da su karakteristike serije od tri dostavljena uzorka usaglasene sa zahtevima
standarda SRPS EN 124:2011.

IzloZenl rezultati se odnose iskijucivo na ispitivane uzorke. Izvestaj se ne sme umnoZavati, izuzev u celini, bez
odobrenja Laboratorije za ispitivanje konstrukcija.

Spisak priloga

Prilog 1: Katalo$ki list proizvodaca (1 list)
Prilog 2: Fotodokumentacija (1 list)

Ispitivanje obavili:

Bogdan Vukoje, tehn.

Djordje Savi¢, tehn.

U Beogradu, 14. juli

2017.

Rukovodilac j‘spitivanja:

(Gl k
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/L(_'LL.. Aot

Svetlana Raki¢-Mihailovi¢, dipl.inz.grad.
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Prilog 1: Kataloski list proizvodaca
Prilog 2: Fotodokumentacija
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Road Solutions
CityTop S Fix 75 ==

Product description

ACO CityTop S Fix 75 manhole cover

Class D 400 according to DIN EN 124

CityTop S manhole cover, round,

with two maintenance free, screwless,
non-integrally cast and traffic-safe securing
features made of high-strength plastic, cover
made of spheroidal graphite cast iron (GJS),
weight approx. 36/41 kg

Fix flanged frame, round, height 75 mm
external diameter 780 mm, max. bearing
pressure 3,6 N/mm?, ventilation cross section
520 cm?, total weight approx. 56/61 kg

' Product information

Variations
* Black hydro-based coating
" Logo cover

Accessories
= QOperating tool 600643
= Anti-theft protection kit 210248

Advantages

= Safe positioning of the cover due to an
additional stabilization groove

Easy installation also in case of
refurbishment with the 75 mm

fix frame

« Durable PEWEPREN cushioning insert

101

S EN124

- D400 _ = =
Weight Pcs./ Ventilation ‘coating item
[kgl pallet holes: | no.

@ 605mm 56 16 X 3 1015545
61 16 - S 1201099

O Anti-theft 56 16 X X 1015549
61 16 - X 1201100

Edition September 2016 Al4



UMe '_“I’_I'HE INSTITUT IMS RAD
vV BEDGRAG

Prilog 2. Fotodokumentacija

Izgled poklopca sa donje strane

Ispitivanje
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